TR wIEST iRk Rifts

POWER FINANCE CORPORATION LTD

(RT WREHR &1 SUHA) {A Govt. of india Undertaking
(aTr$. T .. 9001:2015 FENOTEY) (IS0 9001:2015 Certified
No. 02:10: IPDS: Iil: 2017: Utilities /gq Y 9 o 22 Feb, 2018

To,

All MDs’/ CMDs’ of Discoms/ Heads of Power Departments
(As per list enclosed)

Sub: Changes/ clarifications issued in Standard Bidding Document under IPDS

Sir,

This is to inform you that the Standard Bidding Document {SBD) is a common document to be used for
DDUGJY and 1PDS schemes of Gol and the same was circulated by REC to all the Utilities for use in
DDUGJY/! IPDS schemes. Further, a few changes/ clarifications in technical specifications, condition of
contract, drawings, price schedule etc. were conveyed to the States from time to time by REC. Similar
clarification for IPDS projects was also issued vide PFC letter No.:02:10:IPDS:2017:SBD: 50750 dated
01.09.2017 (available on IPDS web portal at hitp://www.ipds.qov.in/advisory/Letter dt 010917.pdf),
clarifying that the changes/ amendments/ clarifications in Standard Bidding Documents issued by REC
for DDUGJY are also applicable for IPDS works.

Since then, REC has issued few more clarifications in technicat specifications, drawings etc. It is once
again clarified to all the Utilities that the clarifications in Standard Bidding Documents issued by REC for
DDUGJY as per Annexure-| are also applicable for IPDS works, as the common SBD has been prepared
for use in both the schemes i.e. DDUGJY and 1PDS works.

However, States/ Utilities, being tender inviting, awarding and executing authority, have to take decision
on the commercial aspects wrt post award changes, if any, on the awarded works as in case of DDUGJY.

This is for your kind inf_ormaﬁon and necessary action please.

Thanking You,
Yours faithfully,
Az

(Subir Saha)
ED (IPDS)

Encl.: Annexure-1 along with copies : Jclarifications.issued by REC
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Annexure-1: Amendment/ Clarification issued for Standard Bidding Document for DDUGJY/IPDS Scheme

S. Clause No. in SBD for Subject Date of Amendment/ Clarification
No. | DDUGJY/IPDS issue of

clarification

by REC

1 S.No. 4, page no-2, of | Clarifications in 25.04.2017 | All the drawings provided in Volume-ll of SBD are
scope of works Tender drawings indicative drawings for tender purpose. These drawings are
(Volume-I: Section-VIl) | provided in to facilitate the bidders for quoting the tenders; however

Standard Bidding every manufacturer has to submit his or her own design /
Documents drawing conforming to Technical Specifications and are to
be approved by Engineer-in-charge.

2 Technical Advisory for 27.06.2017 | Please adhere to the technical specification of Power
Specifications for high | adherence to Transformers, Distribution Transformers, Conductors &
value materials Technical Cables as finalized by Committee-A. Manufacturing Quality

Specifications for Plan, Guaranteed Technical Particulars, Drawings, Data

high value Sheet pertaining to aforesaid materials shall be approved

materials procured by PIAs/PMAs accordingly. Also, provision of stage
inspection for materials, wherever applicable shall be
ensured by PIAs/PMAs including core cutting/core
inspection for PTR/DTR.

3 Technical Specification | Pre-dispatch 29.06.2017 | CRGO core steel used in manufacturing of Transformers
stipulated in Volume-Ill | inspection of shall be procured from PGCIL approved vendors only.
under Section-| of SBD | materials During stage inspection, PIA shall verify documents such as

Purchase Order (unpriced) to prime CRGO supplier/
authorized agency, Manufacturer test certificate, Invoice of
the Supplier, Packing list, Bill of lading, Bill of Entry
Certificate by Customs Dept. etc. A copy of checklist for
inspection of prime quality CRGO for transformers is
provided in technical specification section of SBD and is
enclosed herewith for ready reference. Manufacturer test
certificate for CRGO steel are required to be checked and
verified by PIA inspector during stage inspection.

4 Technical Specification | Stage inspection for | 11.07.2017 | PIA shall have to inspect the prime quality of CRGO used
stipulated in Volume-Ill | manufacturing of for manufacture of Power & Distribution Transformers
under Section-I of SBD | Power during the stage inspection. The detailed check list for the

Transformers and inspection of prime quality CRGO used for manufacturing

Distribution transformers has been mentioned at Annexure-A of

Transformers Technical Specification stipulated in  Volume-Ill under
Section-| of SBD
Core used for manufacturing of Power Transformers &
Distribution Transformers should be 'Prime quality CRGO'
and shall have to be procured only from the PGCIL
approved vendors, the list of which is available
at http://apps.powergridindia.com/ims/componentl ist/Powe
r-former%20upto%20420%20kV-CM%20List pdf

5 Technical Specification | Stage inspection 20.09.2017 | In respect of queries received from Indian Electrical &

stipulated in Volume-ll

during
manufacturing of

Electronics Manufacturer's Association (IEEMA) vide their
letter dated 19.09.2017 and also by few transformer




S. Clause No. in SBD for Subject Date of Amendment/ Clarification
No. DDUGJY/IPDS issue of
clarification
by REC
under Section- of SBD | Power transformers manufacturers, following is clarified:
and Distribution a)  As per the technical specification mentioned under
Transformers Clause 6.1.1, Section-I, Volume-lll of SBD, the core
used for manufacturing of Distribution transformer
shall be either prime quality CRGO or Amorphous
core.
b)  However, for manufacturing of Power Transformer,
the core used shall only from high grade non-ageing
Cold Rolled Grain Oriented (CRGO) Silicon steel as
per technical specification mentioned under Clause
No. 7.5.2 & 7.5.3 Volume-IIl under Section-| of SBD.
6 Clause 6.1.2.2 Procurement of 09.10.2017 | CRGO supplied by Core cutter/ lamination manufacturers
Volume-lll: Section-I of | Prime CRGO core shall also be accepted for manufacturing of Distribution
Technical specification | by manufacturer for Transformers provided the Core cutter/ core laminator
(page no. 69) of manufacturing of provides the complete traceability report for having
Standard Bidding Distribution procured the prime quality CRGO steel core material from
Document (SBD): Transformers authorized vendors as per the requirement of SBD for

DDUGJY/IPDS.

XXXXXXXXXXXXXXXXXXXX
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N W?lﬂ' Rural Electrification Corporation Limited

I e “RWECW (VR EXBR &1 IuH) [ (A Government of India Enterprise)
' " bl o, Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 110 003
Endless energy. Infinite possibilities. Tel: +91-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
CIN : L40101DL1969GOI005095 Website: www.recindia.nic.in
REC/DDUGJY/2017-18/loiD Date: 25.04.2017

To
All Projects Implementing Agencies
(DISCOMs/SEBs/CPSUs/Power Departments)

Sub: Clarifications in Tender drawings provided in Standard Bidding Documents of
DDUGJY.

Sir / Madam,

A representation has been received regarding tender drawings of AB Cable
accessories provided in Standard Bidding Documents of DDUGIY Scheme. It is to
clarify that as mentioned at S.No. 4, page no-2, of scope of works (Volume-I:
Section-VII), all the drawings provided in volume-II of SBD are indicative drawings
for tender purpose. These drawings are to facilitate the bidders for quoting the
tenders however every manufacturer has to submit his or her own design / drawing
conforming to Technical Specifications and are to be approved by Engineer-in-
charge.

This is for your kind information and necessary action please.

Thanking You,

Yours Sincerely,

2515l ) -

G S BHATI
Executive Director (DDUGJY)

Copy to:
1. All ZM/CPM - Please circulate to PIAs in the states under your purview.
2. AGM (IT) - For uploading the letter on DDUGJY Web-portal.

Zonal Offices  : Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow
Project Offices : Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati, Jaipur, Jammu

Patna, Ranchi, Shillong, Shimla, Thiruvananthapuram & Vadodara
Sub Offices : Dehradun, Raipur

Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad
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AN §'Fﬁ Rural Electrification Corporation Limited

R E C (WRa WRBR &1 ITH) [ (A Government of India Enterprise)
M ; ; Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 110 003
Endiast anoray. Infinie nocaiies, | Tel: +91-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
CIN : L40101DL1969G0I005095 Website: www.recindia.com

No. REC/DDUGIJY/SBD/2017-18/%) e‘sﬁ Dated: 27-06-2017

To

All Project Implementing Agencies
(DISCOMSs/SEBs/CPSU/Power Departments)
DDUGJY New Projects

Subject: Advisory for adherence to Technical Specifications for high value materials procured
under DDUGJY new scheme.

Sir/Madam,

This has reference to REC letters nos. REC/DDUGIJY/NIMM/745 dated 26-07-2016 (copy
enclosed) and REC/DDUGJY/SBD/360 dated 26-12-2016 (copy enclosed) to adhere technical
specifications for high value items such as Power Transformers, Distribution Transformers,
Conductors & Cables finalised by Committee-A under DDUGJY new scheme.

We once again request you to adhere to the technical specification of Power Transformers,
Distribution Transformers, Conductors & Cables as finalised by Committee-A. Manufacturing
Quality Plan, Guaranteed Technical Particulars, Drawings, Data Sheet pertaining to aforesaid
materials shall be approved by PIAs/PMAs accordingly. A copy of technical specification of
aforesaid materials is enclosed herewith for ready reference. Also, provision of stage inspection

for materials wherever applicable shall be ensured by PIAs/PMAs including core cutting/core
inspection for PTR/DTR.

This is for kind information and strict compliance please.

YOUE sincereE,
271 soll?

(G. S. BHATD)
Executive Director (DDUGJY/QA)

Copy for kind information to:

1) CMD/MD/CE, CPSU/DISCOM/Power Department of all states

2) Sr. CPM/CPM, REC RO/SO-with a request to ensure that PIA of their states adhere the
TS of high value items finalised by committee-A.

Regional : Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow

and : Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati, Jaipur, Jammu, Patna, Ranchi, Shillong, Shimla,
State : Thiruvananthapuram & Vadodara

Offices : Dehradun, Raipur

Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad
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Rural Electrification Corporation Limited

(WRa ¥¥@BR &1 S=H) | (A Government of India Enterprise)

Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 110 003
Tel: +91-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
CIN : L40101DL1969G0I005095 Website: www.recindia.nic.in

No. REC/DDUGJY/NIMM/ ?L‘ L Dated: 26/07/2016

To;
All CMDs/MDs/Chairman/Chief Engineer
DISCOMs/SEBs/Power Deptt.

Subject: Procurement of major high value equipments / items under Govt. of India’s
initiative to facilitate states in mobilization of quality equipment’s/materials under
DDUGJY/IPDS Schemes.

Dear Sir/Madam,

This is continuation to our letter no. REC/DDUGJY/NIMM/736 dated 21-07-2016 vide which
outcome of central procurement under DDUGJY/IPDS was conveyed. In this regard, it is further
clarified as under:

1. PIAs/Discoms /Power Department may go for full turnkey execution of the project as per
approved Standard Bidding Document circulated earlier subject to condition that they
will adhere to the technical specifications finalized by committee-A.

2. PIAs/Discoms/Power Department may procure the materials through their own purchase
department and execute the works on partial turnkey subject to condition that they will
adhere to the technical specifications finalized by committee-A.

In both the above cases, PIAs/Discoms /Power Department shall adhere to strict testing
and inspection to ensure control on the quality of the materials. They shall increase the
sample size to ensure quality monitoring at the factories as well as to prevent slippages.

This is for kind information and further needful action please.

Yours faithfully

-
(Sunil Kuma?j/6 Y—

Executive Director (DDUGJY)

Copy for kind information to:

1. ZMs/CPMs REC ZOs/POs —to circulate to all PIAs in the states of their purview.

Zonal Offices

¢ Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow
Project Offices

: Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati, Jaipur, Jammu , =
Patna, Ranchi, Shillong, Shimla, Thiruvananthapuram & Vadodara @
Sub Offices : Dehradun, Raipur

Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad TP P A AR



* W‘é‘iﬂ Rural Electrification Corporation Limited

T ‘ -~ (VRS WD BT <o) / (A Government of India Enterprise)
EC Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 110 003

srefe oo, S S Tel: +01-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
Endless energy. Infinite possibilities. CIN - L40101DLA 969GOI005095 Website: www.recindia.nic.in
Ref. No. REC/DDUGJY/SBD/ 260 Dated: 26-12-2016
To

All Project Implementing Agencies
(DISCOMs/SEBs/CPSUs/Power Departments)

Sub: Adherence to Standard Bidding Document/TS finalised under DDUGJY - reg
Sir/Madam,

This has reference to our letter no. REC/DDUGIY/SBD/239 dated 22.08.2016, vide which
Standard Bidding Documents was circulated to all PIAs for awarding DDUGJY projects on full
turnkey basis, wherein it was informed that Standard Bidding Documents may be customized by
PIAs/Discoms as per their specific needs based on States’ practices with the prior approval of,
State Level Standing Committee headed by Chief Secretary of the state, except for Technical
Specifications for high value items viz. PTR, DTR, Conductor & Cables finalized by Committee-A.

In this connection, all Project Implementing Agencies/ PMAs are requested to communicate the
changes made in SBD of DDUGJY projects to REC along with a copy of in-house approval
obtained from State Level Standing Committee of the state.

Further, all PIAs/PMAs are requested to strictly adhere to Technical Specifications for high value
items viz. PTR, DTR, Conductor & Cables finalized by Committee-A and to approve GTPs

accordingly.
YiL%fcerely, E

e IS
(GS Bhati)zfj] \’V\)Q
Executive Director (DDUGIY)
Copy to: '
1. ZM/CPM- Please circulate to PIAs in the states of your purview.

This is for kind information and strict compliance please.

7onal Offices @ Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow .
Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati,

Thiruvananthapuram & Vadodara

Sub Offices - Dehradun, Raipur . _
Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad

Jaipur, Jammu, Patna, Ranchi, Shillong, Shimla,
Project Offices :
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Rural Electrification Corporation Limited

(WRa WRHR &1 3eH) / (A Government of India Enterprise)
Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 110 003

Tel: +91-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
CIN : L40101DL1969G0OI1005095 Website: www.recindia.com

No. REC /DDUGIY/QA/17-18/2 06 S Date: 29.06.2017

To

All Project Implementing Agencies
DISCOM(s)/SEB(s)/CPSU(s)/Power Department(s)
DDUGIJY New Scheme

Subject: Advisory for carrying out pre-dispatch inspection of materials under DDUGJY new scheme.

Sir/Madam,
This has reference to the final materials inspection calls raised by project implementing agencies under
DDUGIY scheme. In this connection, we request you to submit following documents along with inspection
requisitions:

1. Approved Manufacturing Quality Plan (MQP) prepared in consultation with PMA

2. Approved Technical Specification, Drawings, Data Sheet and Guaranteed Technical Particulars.

3. Copy of stage inspection report, wherever applicable for materials like Power/Distribution Transformer in
the requisite format given in Standard Biding Document.

While on the subject, we would intimate that CRGO core steel used in manufacturing of Transformers shall
be procured from PGCIL approved vendors only. During stage inspection, PIA shall verify documents such as
Purchase Order (unpriced) to prime CRGO supplier/authorised agency, Manufacturer test certificate, Invoice
of the Supplier, Packing list, Bill of lading, Bill of Entry Certificate by Customs Deptt. etc.. A copy of
checklist for inspection of prime quality CRGO for transformers is provided in technical specification section
of SBD and is englgsed herewith for ready reference. Manufacturer test certificate for CRGO steel are
required to be checkéﬁ‘and verified by PIA inspector during stage inspection and are to be attached along with

stage inspection report. Dispatch clearance for the jointly inspected materials shall only be issued by PIA after
seeking consent of REC.

This is for kind information and needful action by project implementing agencies please.

Yok faithfully,

Enclosure: As stated.

(G. S. BHATI)‘ﬁWEr

Executive Director (DDUGJY/QA)
Copy for kind information to:

1. CMD/MD/Chief Engineer, Project Implementing Agency (ies), DDUGJY New Scheme.
2. The Sr. CPM/CPM, REC Regional Office (s).

Regional : Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow

and : Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati, Jaipur, Jammu, Patna, Ranchi, Shillong, Shimla,
State : Thiruvananthapuram & Vadodara

Offices : Dehradun, Raipur

Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad



Annexure - A

Check-list for Inspection of Prime quality CRGO for Transformers

During inspection of PRIME CRGO, the following points needs to be checked by the Transformer manufacturer.
Utilitity’s inspector shall verify all these points during inspection:-

A) In case PRIME CRGO cutting is at works of Transformer Manufacturer:

1. Review of documents:

= Purchase Order (unpriced) to PRIME CRGO supplier/Authorised Agency
= Manufacturer’s test certificate

= Invoice of the Supplier

= Packing List

=  Bill of Lading

=  Bill of Entry Certificate by Customs Deptt.

= Reconciliation Statement as per format below

= Certificate of Origin
= BIS Certification

Format for Reconciliation/Traceability records
Packing List No./date /Quantity of PRIME CRGO received
Name of Manufacturer

Manufacturer test certificate No./date

Serial | Deatails of Drawing Quantity Commulative Balance
No. Package/Job Reference Invoved Quantity Consumed | Stock

2.1 Inspection of PRIME CRGO Coils:

a. PRIME CRGO-Manufacturer’s Identification Slip on PRIME CRGO Coils

b. Visual Inspection of PRIME CRGO Coils offered as per packing list ( for verification of coil details as per

Test certificate & healthiness of packaging).

¢. Unique numbering inside of each sample of PRIME CRGO coil and verification of records to be
maintained in the register for consumption of CRGO coil.

d. ISI logo sticker on packed mother coil and ISI logo in Material TC.

2.2. During inspection of PRIME CRGO, surveillance testing of sample shall be carried out for Stacking Factor,
Permeability, Specific watt loss at 1.5 Tesla and/or 1.7 Tesla depending on the grade of PRIME CRGO and
aging test etc. applicable as per relevant IS/ IEC standard, Tech. Spec., MQP and Transformer manufacturer
plant standard.



Inspection Clearance Report would be issued after this inspection

3 Inspection of PRIME CRGO laminations: Transformer manufacturer will maintain records for traceability of

laminations to prime CRGO coils and burr/bow on laminations shall be measured. Utility can review these

records on surveillance basis.

4. Inspect

Visual Inspection of PRIME CRGO laminations. In case of suspected mix-up/ rusting/decoloration, samples

ion at the time of core building:

may be taken for testing on surveillance basis for tests mentioned in A. 2.2 above.

Above tests shall be witnessed by Utility. In case testing facilities are not available at Manufacturer’s work,

the sample(s) sealed by Utility to be sent to approved labs for testing.

Inspection Clearance Report would be issued after this inspection

(B) In case PRIME CRGO cutting is at Sub-vendor of Transformer Manufacturer:

1. Revi

¢ Purchase Order (unpriced) to PRIME CRGO supplier/ Authorised Agency

ew of documents:

Purchase Order (unpriced) to Core Cutter
Manufacturer test certificate

Invoice of the Supplier

Packing List

Bill of Lading

Bill of Entry Certificate by Customs Deptt.

Reconciliation Statement as per format below
Certificate of origin
BIS Certification

Format for Traceability records as below:-

Packing List No./date /Quantity of PRIME CRGO received

Name of Manufacturer

Manufacturer test certificate No./date

Serial
No.

Name of | Deatails of Drawing Quantity
Customer | Package/Job | Reference | Invoved

Commulative

Quantity

Consumed

Balance
Stock

Dispatch
details




2.1 Inspection of PRIME CRGO Coils:

a. PRIME CRGO-Manufacturer’s Identification Slip on PRIME CRGO Coils .

b. Visual Inspection of PRIME CRGO Coils offered as per packing list ( for verification of coil details as per
Test certificate & healthiness of packaging).

¢. Unique numbering inside of each sample of PRIME CRGO coil and verification of records to be
maintained in the register for consumption of CRGO coil.

d. ISI logo sticker on packed mother coil and ISI logo in Material TC.

2.2. During inspection of PRIME CRGO, surveillance testing of sample shall be carried out for Stacking Factor,
Permeability, Specific watt loss at 1.5 Tesla and/or 1.7 Tesla, thickness depending on the grade of PRIME
CRGO and aging test etc. applicable as per relevant IS/ IEC standard, Tech. Spec., MQP and Transformer
manufacturer plant standard.

Inspection Clearance Report would be issued after this inspection

3. Inspection of PRIME CRGO laminations:

Transformer manufacturer representative will inspect laminations and issue their internal Inspection
Clearance Report. Inspection will comprise of review of traceability to prime CRGO coils, visual
Inspection of PRIME CRGO laminations and record of burr/bow. After clearance given by transformer
manufacturer, Utility will issue an Inspection Clearance Report after record review. If so desired by
Utility, their representative may also join transformer manufacturer representative during this inspection.

Inspection Clearance Report would be issued after this inspection

4. Inspection at the time of core building:

Visual Inspection of PRIME CRGO laminations. In case of suspected mix-up/rusting/decoloration, samples
may be taken for testing on surveillance basis for tests mentioned in B.2.2.

Inspection Clearance Report would be issued after this inspection

NOTE :-

a) Transformer Manufacturer to ensure that PRIME CRGO is procured from POWERGRID approved vendors
and CRGO manufacturer should have valid BIS Certificate for respective offered Grade.

b) Transformer Manufacturer should also involve themselves for ensuring the quality of CRGO laminations at
their Core Cutter’s works. They should visit the works of their Core cutter and carry out necessary checks.

c) General

If a surveillance sample is drawn and sent to TPL (if testing facility not available with the manufacturer), the
Transformer manufacturer can continue manufacturing at their own risk and cost pending TPL test report on
PRIME CRGO sample drawn. Decision for acceptance of PRIME CRGO shall be based upon report of the
sample drawn.



These checks shall be read in-conjunction with approved Quality Plan, specification as a whole and
conditions of contract.

Sampling Plan (PRIME CRGO)

33/11kv -1%t  transformer and subsequently at random 10% of

Transformers (min. 1) offered for inspection.

DTs and other ratings -1%  transformer and subsequently at random 2% of

Transformers (min. 1) offered for inspection.
NOTE:- One sample for each lot of CRGO shall be drawn on surveillance basis.

CRGO has to be procured only from POWERGRID approved vendors. List of such vendors is available at the following
website. Since the list is dynamic in nature, the site may be checked from time to time to see the list of approved
vendors.

http://apps.powergridindia.com/ims/ComponentList/2017/3/Power-Xformer%20upto%20420%20kV-
CM%20List%20updated%200n%2012.05.2017.pdf
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Rural Electrification Corporation Limited

(wka |X®R &1 9A) [ (A Government of India Enterprise)

Regd. Office: Core-4, SCOPE Complex, 7 Lodhi Road, New Delhi 119 093
Tel: +91-11-4102 0101 Fax: +91.11.2436 0644 E-mail: reccorp@recl.nic.in
CIN : L40101DL1969G0I005095 Website: www.recindia.com

Lr No. REC /DDUGJY/QA/2017-18/D.No. 9.0 % Date: 11-07-2017

& HEH FaEodr B I

The CMD/MDs of DISCOMs
Chief Engineer of Power Departments
Project Implementing Agency (ies),

Subject: Stage inspection by PIA for manufacturing of Power Transformers and Distribution
Transformers used for DDUGJY new scheme.

Ref: REC Letter No.REC /DDUGJY/QA/17-18/2065 dated 29-06-2017
Sir/Madam,

Greetings from REC. Your kind attention is invited to the Standard Bidding Document (SBD) pertains to
DDUGIJY new scheme and our letter cited under reference above on the captioned subject. In this connection,
it is to mention that 100% quality is to be ensured by the Project Implementing Agency (PIA) as per the
quality prescribed under Quality Assurance Mechanism of DDUGJY scheme. In terms of Clause No. 7.5 of
Technical Specification stipulated in Volume-III under Section-I of SBD, the core used for manufacturing of
Power Transformers & Distribution Transformers should be ‘Prime quality CRGO’ and shall have to be
procured only from the PGCIL approved vendors, the list of which is available at
http://apps.powergridindia.com/ims/componentList/Power-former%20upto%20420%20kV-CM%20List.pdf.

Further, PIA shall have to inspect the prime quality of CRGO used for manufacture of Power & Distribution
Transformers during the stage inspection. The detailed check list for the inspection of prime quality CRGO
used for manufacturing transformers has been mentioned at Annexure-A of Technical Specification
stipulated in Volume-III under Section-I of SBD (enclosed for your ready reference). PIA shall issue
Inspection Clearance Report after the inspection as per SBD mentioned above. REC Quality Monitor
(RQM) in its inspection report pertains to power and distribution transformers have to invariably mention the
compliance of the above by the PIA on the above.

In view of the above, all the PIAs are requested to strictly comply with the quality prescriptions for inspection
of prime CRGO core used for manufacturing of Power Transformers & Distribution Transformers and issue
the Inspection Clearance Certificate to ensure quality compliance. Non-compliance of inspection of prime
CRGO core used for manufacturing of power and distribution transformers by the PIA as per SBD may invite
rejection of lot of Power Transformers & Distribution Transformers offered for inspection.

PIA is also requested to ensure carrying out stage inspection and compliance of technical specification as per
SBD for all the power and distribution transformers supplied and installed to enable us to book the same
under the scheme.

This is for kind information and needful action by PIA.
Thanking you

Yours faithfully,

(A Veluchamyy~”
ddl. General Mana

DDUGJY-QA
Enclosure: As above
Copy to: (1) All REC Quality Monitors (RQM) for kind information and strict compliance
(2) Senior CPM/CPM, REC Regional/State Offices

Regional . Hyderabad, Kolkata, Mumbai, Panchkula & Lucknow
and : Bangalore, Bhopal, Bhubaneswar, Chennai, Guwahati, Jaipur, Jammu, Patna, Ranchi, Shillong, Shimia,
State . Thiruvananthapuram & Vadodara
Offices : Dehradun, Raipur

Training Centre : Central Institute for Rural Electrification (CIRE), Hyderabad



Volume-III : Section-1
Technical Specifications

(Placed in the control room)

® Voltmeter

® "AUTO-MANUAL" control switch

® "RAISE-LOWER” control switch

® Tap position indicator

e Tap changer operation program indicator.

Transformer Tap Changer driving mechanism control cubicle

® “REMOTE-LOCAL-TEST” selector switch

® “AUTOMATIC-MANUAL" control switch

® “RAISE-LOWER” control switch

® Tap position indicator

® Tap changer operation program indicator

® \Voltmeter

® Tap change operation counter

e Means for manual operation when power supply is lost

Annexure - A

Check-list for Inspection of Prime quality CRGO for Transformers

During inspection of PRIME CRGO, the following points needs to be checked by the Transformer manufacturer.

Utilitity’s inspector shall verify all these points during inspection:-

i) In case PRIME CRGO cutting is at works of Transformer Manufacturer:

Review of documents:

Purchase Order (unpriced) to PRIME CRGO supplier/Authorised Agency
Manufacturer’s test certificate

Invoice of the Supplier

Packing List

Bill of Lading

Bill of Entry Certificate by Customs Deptt.
Reconciliation Statement as per format below

Certificate of Origin
BIS Certification

Format for Reconciliation/Traceability records
Packing List No./date /Quantity of PRIME CRGO received

Name of Manufacturer

Manufacturer test certificate No./date
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(i).1 Inspection of PRIME CRGO Coils:

PRIME CRGO-Manufacturer’s Identification Slip on PRIME CRGO Coils

Visual Inspection of PRIME CRGO Coils offered as per packing list ( for verification of coil details as
per Test certificate & healthiness of packaging).

Unique numbering inside of each sample of PRIME CRGO coil and verification of records to be
maintained in the register for consumption of CRGO coil.

IST logo sticker on packed mother coil and ISI logo in Material TC.

2.2. During inspection of PRIME CRGO, surveillance testing of sample shall be carried out for Stacking
Factor, Permeability, Specific watt loss at 1.5 Tesla and/or 1.7 Tesla depending on the grade of PRIME
CRGO and aging test etc. applicable as per relevant IS/ IEC standard, Tech. Spec., MQP and
Transformer manufacturer plant standard.

Inspection Clearance Report would be issued after this inspection
3 Inspection of PRIME CRGO laminations: Transformer manufacturer will maintain records for traceability

of laminations to prime CRGO coils and burr/bow on laminations shall be measured. Utility can review
these records on surveillance basis.

4. Inspection at the time of core building:
Visual Inspection of PRIME CRGO laminations. In case of suspected mix-up/ rusting/decoloration,
samples may be taken for testing on surveillance basis for tests mentioned in A.2.2 above.

Above tests shall be witnessed by Utility. In case testing facilities are not available at Manufacturer’s
work, the sample(s) sealed by Utility to be sent to approved labs for testing.

Inspection Clearance Report would be issued after this inspection
(i) In case PRIME CRGO cutting is at Sub-vendor of Transformer Manufacturer:
Review of documents:
Purchase Order (unpriced) to PRIME CRGO supplier/ Authorised Agency
Purchase Order (unpriced) to Core Cutter
Manufacturer test certificate
Invoice of the Supplier
Packing List
Bill of Lading
Bill of Entry Certificate by Customs Deptt.
Reconciliation Statement as per format below
_ Certificate of origin
BIS Certification

Format for Traceability records as below:-

Packing List No./date /Quantity of PRIME CRGO received
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